
5
/
2
8
/
9
9

1/
13
/
2
0
15

P
:\

J
O

B
S
\
0
6
9
6
\
0
2
2
\

U
t
i
l
i
t
i
e
s
\

R
a
i
l
_

U
t
\

P
r
o
j
\

P
4
9
0
0
_

U
C
_

U
C
-
0
5
_
p
s
h
.d

g
n

2
:0

7
:4

2
 

P
M

PROJECT REFERENCE NO. SHEET NO.

UTILITY DESIGN ENGINEER

UC-05

PROP. 1 EA 12" VALVE

Y2 STA 23+72.13 LT 15.0’

WL-2 STA 0+79.35

PROP. 90° BEND

PROP. 1 EA 6" VALVE

Y2 STA 22+84.40 RT 15.9’

WL-3 STA 0+47.28

PROP. 45° BEND

Y2 STA 23+03.06 RT 32.6’

WL-3 STA 0+72.31

PROP. 11.25° VERT. BEND

ABANDON 73 LF 6" UTILITY PIPE

PROP. 77 LF 6" WATER LINE

ABANDON 88 LF 12" UTILITY PIPE

PROP. 118 LF 12" WATER LINE

*

PHONE: 910-521-2458

CONTACT: GARRY HARRIS

UTILITY: 12" WATER LINE

2. TOWN OF PEMBROKE

    PHONE: 910-671-3485

    CONTACT: AL GRIMSLEY

    UTILITY: 6" WATER LINE

1. ROBESON COUNTY

UTILITY OWNERS ON THIS SHEET:

*

LONG :  -79°10’13.1897"

LAT : 34°40’25.6581"

LOCATION : PEMBROKE, NC
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EX. RR R/W
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P-4900A

Y2 STA 22+92.79 LT 15.0’

WL-2 STA 0+00.00

WITH PROP. VALVE

TIE-IN TO EXISTING

REMOVE EX. FITTING

BEGIN WATER LINE

Y2 STA 23+06.39 RT 35.6’

WL-3 STA 0+76.78

TIE-IN TO EXISTING

PROP. 45° BEND

END WATER LINE

Y2 STA 23+72.14 RT 23.1’

WL-2 STA 1+17.54

TIE-IN TO EXISTING

REMOVE EX. FITTING

END WATER LINE

Y2 STA 22+37.12 RT 15.7’

WL-3 STA 0+00.00

WITH PROP. VALVE

TIE-IN TO EXISTING

BEGIN WATER LINE

PROPER WORK.
ASSEMBLIES, ONE AT EACH TIE-IN LOCATION, IN ORDER TO CONDUCT
CONTRACTOR WILL NEED TO INSTALL TWO (2) LINESTOP WITH BYPASS
6 HOURS. IF TIE-IN WORK WILL TAKE LONGER THAN THIS THEN THE
MAXIMUM SHUT DOWN TIME FOR THE TOWN OF PEMBROKE WATER LINE IS4.
PROPOSED ENCASEMENT PIPE SHALL BE GRADE B STEEL.
PROPOSED WATER LINE AND FORCE MAIN SHALL BE PVC C900 DR 18. 3.
WITH CSXT’S DESIGN & CONSTRUCTION STANDARD SPECIFICATIONS. 
ALL WORK ON CSXT RIGHT OF WAY TO BE PERFORMED IN ACCORDANCE2.
WITH CSXT’S DESIGN & CONSTRUCTION STANDARD SPECIFICATIONS.
THE EXISTING UTILITY LINES TO BE ABANDONED SHALL BE IN ACCORDANCE1.
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O27661

P-4900B AND SHOWN ONLY FOR REFERENCE
ROADWAY CONSTRUCTION IS DONE BY 
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